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3/8' GALVANIZED STEEL SPACER 

1/4' B□LT 
TAPPED H□LE IN CHANNEL 

1/8' KEEPER 

1/8' STNLS STEEL SLIDER 
B□LTED T□ CT BASE 

1/8' STNLS STEEL SLIDER 
B□LTED T□ FRAME 
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SECTION Y-Y 

MATERIAL LIST - STANDARD UNIT 

ITEM DESCRIPTION 
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FIBERGLASS EQUIPMENT ENCLOSURE - 4 D□□R - MUNSELL GREEN -
STNLS, STL HARDWARE - PDI M□DEL N□, PE4-86-1 

2 GALVANIZED STEEL FREE-STANDING FRAME 

3 S&C MINI-RUPTER GROUP OPERATED THREE PHASE INTERRUPTER SWITCH 
25KV - 600 AMP - 125KV BIL - 22,400A RMS ASYM, 

4 CABLE T□ AIR APPARATUS BUSHING - 25KV - 125KV BIL - 600 AMP 

5 SLIDE -IN CT MOUNTING HARDWARE - SEE DETAIL A 

6 1/ 4' x 2' C□PPER BUS - 600 AMP 

7 HEAT SHRINK MATERIAL □N C□PPER BUS - HEAVY WALL - 25KV 
CLEARENCES - RED 

8 3/16' GP□-3 BARRIER 

9 1/4' CLEAR LEXAN COVER BARRIER - REM□VEABLE 

10 3/8' DIA C□PPER GROUND BAR 

11 SWITCH □PERA TING HANDLE, STAINLESS STEEL ACCESS D□□R & 
FIBERGLASS STORAGE P□CKET 

12 FLEX-P□LY CONDUIT BETWEEN TRANSFORMERS AND METER 
CABINET/ JUCTI□N B□X 

13 BLACK LINE SHECMATIC □N REFLECTIVE YELL□IJ TAPE □N FR□NT LEXAN PANEL 

14 CURRENT TRANSFORMER - □UTD□□R TYPE - 15KV - llOKV BIL - 100-5 RATm 
GE TYPE JKW-5A 

15 POTENTIAL TRANSF□RMER - □UTD□□R TYPE - 15KV - llOKV BIL -
60•1 RATI□ SINGLE BUSHING GE TYPE JVW-5A 

16 B□X PAD - PDI M□DEL BP-92W86M3D-MG - PAGE 2 

17 METER CABINET IJ/PL YIJ□□D BACK PANEL - NENA 3R - 30H X 24W X 11D -
C□□PER B-LINE 11351 

CAT AL□G ND: PS4-86-2540-L2-MG-GB38 

SWITCHGEAR DEADFR□NT 

25KV 600 AMP 125KV BIL 

3 PHASE SWITCHED RADIAL FEED (3) □UTD□□R CT - (3) □UTD□□R PT 
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